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A. Location, Size and Type

1. The location, size and type of fire hydrant shall be designated by and approved by 
the Fire Chief.

2. The centerline of the riser shall be normally two feet 
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to assure the highest tensile strength to prevent twisting and stem breakage.

3. The valve assembly, including the neoprene rubber bevel shaped disc, shall be free 
spinning on the operating shaft so as to minimize the damage that could occur when 
the valve disc comes into contact with the valve seat and a rock or other debris 
becomes wedged between the disc and valve seat while the hydrant outlet is being 
closed.

The disc holder shall be recessed to allow the neoprene rubber disc to be protected 
by the disc holder in such a manner so as to prevent dirt and gravel from 
accumulating under the disc.  The disc shall be firmly attached to the disc holder in 
such a manner so as to prevent turning and flapping of the disc in the disc holder 
and the accumulation of dirt and gravel between the attaching device and the disc. 
The disc holder valve assembly shall be locked onto the stem to prevent the stem 
from backing out of the disk holder assembly.

4. The stems shall be equipped with removable 1-1/8
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D. Fire Hydrant Barricades and Post Indicator Valves

1. Barricades located 
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